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PULLBOX DIMENSIONS

PULL BOX * SIZE (IN.)
TYPE A B C D E
[ 14 14 12 12 12
2 2l 14 18 I 12
3 33 20 30 17 12
4s 38 26 36 24 18
4 38 26 36 24 36
55 50 32 48 30 18
5 50 32 48 30 36
6 38 26 36 24 36
7 50 32 48 30 36
%  SIZES SHOWN ARE MINIMUM TRADE SIZES.
DIMENSIONS C AND D ARE MINIMUM
REQUIREMENTS WITH A TOLERANCE OF NO MORE

THAN - 0.50 IN/+2.0 IN.
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COARSE GRAVEL
TYPE 4 AND 5
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COARSE GRAVEL

TYPE 4S5 AND 5S
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TYPE 6 AND 7

TYPICAL CONDUIT ENTRANCE DETAILS

TYPE 1,2,3.,4S & 5S

18"

CONDUIT, NONMETAL, TP3 \

FIBER OPTIC CABLE

PVC SWEEP
HOPE TO PVC COUPLING

0% \\L——COARSE GRAVEL

L CONDUIT, NONMETAL, TP2

MANAGEMENT IN TYPE 4,5.,6 & 7 PULL BOX
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FIBER TRUNK AND DROP CABLE IN CLOSURE SHALL BE COILED
TOGETHER. SEPARATE FIBER CABLES SHALL BE COILED
SEPARATELY AND SUPPORTED ON SEPARATE RACK HOOKS.

Guldellnes For Usage On

Mefric Projects

CABLE RACK HOOK (TYP)

When these detalls are Incorporated Info plans and or projects that are belng prepared or
constructed In mefric unlis, exact or precise conversion to metric units Is nof requlred.
The dlmensions shown that are In feet and Inches may be cornverfed fo corresponding

metric unlts using the following

" Rounded-Off" conversion factors: I"=25mm,

4'=/00mm,and 12" or I’ =300mm. All measurement notes that refer fo linear feet and

square yards shall be Interprefed fo mean llnear mefers and square mefers.
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